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SECTION 22 1118 - DOMESTIC WATER DISTRIBUTION SYSTEM 

GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and Supplementary 
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2.7 FLEXIBLE CONNECTORS 

A. Bronze-Hose Flexible Connectors: Corrugated-bronze tubing with bronze wire-braid covering and 
ends brazed to inner tubing. 

1. Working-Pressure Rating: Minimum 200 psig (1380 kPa). 
2. End Connections NPS 2 (DN 50) and Smaller: Threaded copper pipe or plain-end copper 

tube. 
3. End Connections NPS 2-1/2 (DN 65) and Larger: Flanged copper alloy. 

B. Stainless-Steel-Hose Flexible Connectors: Corrugated-stainless-steel tubing with stainless-steel 
wire-braid covering and ends welded to inner tubing. 

1. Working-Pressure Rating: Minimum 200 psig (1380 kPa). 
2. End Connections NPS 2 (DN 50) and Smaller: Threaded stainless steel pipe nipple. 
3. End Connections NPS 2-1/2 (DN 65) and Larger: Flanged stainless steel pipe nipple. 

C. Manufacturers: Subject to compliance with requirements, provide products by one of the 
following: 

1. Flex-Hose. 
2. Flexicraft. 
3. Hyspan. 
4. Flex Precision. 

2.8 ENCASEMENT FOR PIPING 

A. Standard: ASTM A 674 or AWWA C105/A21.5. 

B. Form: [Sheet] [or] [tube]. 

C. Color: [Black] [or] [natural] <Insert color>. 

2.9 WATER METERS 

A. Water meter type to be as indicated on the drawings, and they must meet University and local 
water purveyor requirements. 

B. Positive Displacement Meters 

1. Positive displacement meters shall be provided with an auxiliary relay to be connected to 
the building automation system. 

C. Remote Registration System:  Direct-reading type complying with AWWA C706; modified 
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EXECUTION 

3.1 EARTHWORK 

A. Comply with requirements in Division 31 2000 Section "Earth Moving" for excavating, 
trenching, and backfilling. 

3.2 PIPING INSTALLATION 

A. Drawing plans, schematics, and diagrams indicate general location and arrangement of domestic 
water piping and related components.  Indicated locations and arrangements are used to size 
pipe and calculate friction loss, expansion, and other design considerations.  Install piping as 
indicated unless deviations to layout are approved on Coordination Drawings. 

B. Install copper tubing under building slab accord
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P. Install nipples, unions, special fittings, and valves with pressure ratings the same as or higher 
than system pressure rating used in applications below unless otherwise indicated. 

Q. Install piping free of sags and bends. 

R. Install fittings for changes in direction and branch connections. 

S. Install unions in copper tubing at final connection to each piece of equipment, machine, and 
specialty. 

T. Provide proper access to components and work that require inspection, repair, service, or 
maintenance.  

U. No piping or mechanical equipment with a fluid shall be routed over electrical busway housings 
or spaces sensitive to water damage.  

V. Install pressure gages on suction and discharge piping from each plumbing pump and packaged 
booster pump.  Comply with requirements in Division 22 Section "Meters and Gages for Plumbing 
Piping" for pressure gages. 

W. Install thermometers on inlet and outlet piping from each water heater.  Comply with requirements 
in Division 22 Section "Meters and Gages for Plumbing Piping" for thermometers. 

X. Install sleeves for piping penetrations of walls
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D. Install balancing valve in each hot-water circulation return branch and discharge side of each 
pump and circulator.  Set balancing valves partly open to restrict but not stop flow.  Use ball valves 
for piping NPS 2 and smaller and butterfly valves for piping NPS 2-1/2 and larger.  Comply with 
requirements in Division 22 Section "Domestic Water Piping Specialties" for balancing valves. 

E. For isolation valves at water heaters, install valves that relieve heater pressure when closed. 

F. Provide full port valves.  Butterfly valves are not allowed. 

3.5 TRANSITION FITTING INSTALLATION 

A. Install transition couplings at joints of dissimilar piping. 

B. Transition Fittings in Aboveground Domestic Water Piping NPS 2 and Smaller: Plastic-to-metal 
transition [������] [��] [�����]. 

C. Transition Fittings in Underground Domestic Water Piping: 

1. NPS 1-1/2 and Smaller:  Fitting-type coupling. 
2. NPS 2 and Larger:  Sleeve-type coupling. 

3.6 DIELECTRIC FITTING INSTALLATION 

A. Install dielectric fittings in piping at connections of dissimilar metal piping and tubing. Shall be 
Lead free NSF/ANSI 61 compliant. 

B. Dielectric Fittings for NPS 2 and Smaller:  Use dielectric couplings or nipples. 

C. Dielectric Fittings for NPS 2-1/2 to NPS 4:  Use dielectric flanges. 

D. Dielectric Fittings for NPS 5 to NPS 6:  Use dielectric flange kits. 

3.7 FLEXIBLE CONNECTOR INSTALLATION 

A. Install flexible connectors in suction and discharge piping connections to each domestic water 
pump and in suction and discharge manifold connections to each domestic water booster pump. 

B. Install bronze-hose flexible connectors in copper domestic water tubing. 

C. Install stainless-steel-hose flexible connectors in non-copper domestic water piping. 

3.8 WATER METER INSTALLATION 
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C. Install remote registration system according to standards of University, utility company, 
and of authorities having jurisdiction. 

3.9 HANGER AND SUPPORT INSTALLATION 

A. Comply with requirements in Division 22 Section "Hangers and Supports for Plumbing Piping and 
Equipment" for pipe hanger and support products and installation. 

1. Vertical Piping:  MSS Type 8 or 42, clamps. 
2. Individual, Straight, Horizontal Piping Runs: 

a. 100 Feet and Less:  MSS Type 1, adjustable, steel clevis hangers. 
b. Longer Than 100 Feet:  MSS Type 43, adjustable roller hangers. 

3. Base of Vertical Piping:  MSS Type 52, spring hangers. 

B. Support vertical piping and tubing at base and at each floor. 

C. Rod diameter may be reduced one size for double-rod hangers, to a minimum of 3/8 inch. 

D. Install hangers for copper tubing with the follo
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1. Water Heaters:  Cold-water inlet and hot-water outlet piping in sizes indicated, but not 
smaller than sizes of water heater connections. 

2. Plumbing Fixtures:  Cold- and hot-water supply piping in sizes indicated, but not smaller 
than required by plumbing code.  Comply with requirements in Division 22 plumbing fixture 
Sections for connection sizes. 

3. Equipment:  Cold- and hot-water supply piping as indicated, but not smaller than equipment 
connections.  Provide shutoff valve and union for each connection.  Use flanges instead of 
unions for NPS 2-1/2 and larger. 

3.11 IDENTIFICATION 

A. Identify system components.  Comply with requirements in Division 22 Section "Identification for 
Plumbing Piping and Equipment" for identification materials and installation. 

B. Label pressure piping with system operating pressure. 

3.12 FIELD QUALITY CONTROL 

A. Perform tests and inspections. 

B. Piping Inspections:   

1. Schedule inspections with FMO periodically to correspond to completion of floors or zones 
or areas to allow timely review. 

2. Do not enclose, cover, or put piping into operation until it has been inspected and approved 
by authorities having jurisdiction, FMDC and FMO. 

3. During installation, notify authorities having jurisdiction at least one day before inspection 
must be made.  Perform tests specified below in presence of authorities having jurisdiction: 

a. Roughing-in Inspection:  Arrange for inspection of piping before concealing or 
closing-in after roughing-in and before setting fixtures. 

b. Final Inspection:  Arrange final inspection for authorities having jurisdiction to 
observe tests specified below and to ensure compliance with requirements. 

4. Re-inspection:  If authorities having jurisdiction find that piping will not pass tests or 
inspections, make required corrections and arrange for re-inspection. 

5. Reports:  Prepare inspection reports and have them signed by authorities having 
jurisdiction. 

C. Piping Tests: 

1. Fill domestic.  Check components to determine that they are not air bound and that piping 
is full of water. 

2. Test for leaks and defects in new piping and parts of existing piping that have been altered, 
extended, or repaired.  If testing is performed in segments, submit a separate report for 
each test, complete with diagram of portion of piping tested. 
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1. Shutoff Duty:  Use ball valves for piping NPS 2 and smaller.  Use OS&Y or NRS gate valves 
or ball valves with flanged ends for piping NPS 2-1/2 and larger (ball valves only to 3"). 
Shall be Lead Free NSF/ANSI 61 compliant. 

2. Throttling Duty:  Use gate valves for piping NPS


